
PAD-3 #1 NAC SCHEDULE

PAD-3

WKA12-7.5F

INPUT 2 NOT USED

INPUT 2 CONTROLS OUTPUTS 3-4 (CLASS B)

INPUT 1 CONTROLS OUTPUTS 1-2 (CLASS B)

INPUT 2 CONTROLS OUTPUTS 4 (CLASS B)

INPUT 1 CONTROLS OUTPUTS 1-3 (CLASS B)

INPUT 2 USED TO SILENCE SYNC HORNS

INPUT 1 CONTROLS OUTPUTS 1-4 (CLASS B)

INPUT 1 CONTROLS OUTPUTS 1-4 (CLASS B)

INPUT 2 NOT USED

INPUT 1 OUTPUTS SLAVE MODE

INPUT 2 CONTROLS OUTPUTS 3/4 (CLASS A)

AFTER AC POWER FAULT

AUXILIARY POWER OUTPUT ALWAYS ON

INPUT 1 CONTROLS OUTPUTS 1-2 (CLASS A)

INPUT 2 USED TO SILENCE SYNC HORNS

(TEMPORAL OUTPUT)

(TEMPORAL OUTPUT)

NO AC LOSS REPORTING DELAY

INPUT 2 OUTPUTS MASTER MODE

(SYN HORN/STROBE OUTPUT)

INPUT 2 OUTPUTS MASTER MODE

INPUT 2 OUTPUTS SLAVE MODE

INPUT 1 OUTPUTS MASTER MODE

(SYN HORN/STROBE OUTPUT)

INPUT 1 OUTPUTS MASTER MODE

24 HOUR AC LOSS REPORTING DELAY

15 HOUR AC LOSS REPORTING DELAY

6 HOUR AC LOSS REPORTING DELAY

INPUT 1 CONTROLS OUTPUTS 1-2 AND 3/4 (CLASS A)

AUXILIARY POWER OUTPUT SHUTDOWN 30 SECONDS

INPUT 1 CONTROLS OUTPUTS 1-2 AND 3/4 (CLASS A)

PAD-3  SW 1 DIPSWITCH SETTINGS

WKA12-7.5F

TRI-B6M MINI-INTERFACE MODULE, SINGLE INPUT
(Monitor PAD-3 Trouble Condition)

PAD-3 #2 NAC SCHEDULE

(Mount Adjacent to FACP)
DSC DUAL SYNC MODULE

(Mount Adjacent to FACP)
DSC DUAL SYNC MODULE

PAD-3  #2PAD-3  #1
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